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1. ALL WIRING MUST COMPLY WITH LOCAL AND CALIFORNIA ELECTRICAL
CODES. ALL  WIRING MUST BE DONE AS DESCRIBED IN NOTES 2 & 6 BELOW,
TO OBTAIN SAFE AND  PROPER SYSTEM OPERATION.

2. EARTH GROUND THE MXLV ENCLOSURE PROPERLY; SEE LATEST EDITION
OF  NATIONAL ELECTRICAL CODES FOR APPROVED METHODS. CONDUIT
GROUND IS NOT  ADEQUATE.

3. SEPARATE ALL WIRING FOR INITIATING DEVICES (i.e., DETECTORS,
MANUAL  STATIONS, TRI MODULES, ETC) FROM ALL OTHER WIRING IN THE
MXLV ENCLOSURE.

4. INSULATE ALL CABLE DRAIN WIRES FROM ANY CONDUIT OR OTHER EARTH
GROUNDED ELECTRICAL BOX  INCLUDING THOSE IN THE MXL ENCLOSURE.

5. CONNECT SHIELD CABLE WIRE ONLY AT SPECIFIED LOCATION INSIDE THE
MXL  ENCLOSURE.

6. EARTH GROUND ALL CONDUIT RUNS THROUGHOUT THE INSTALLATON.

7. LINE RESISTANCE IS MEASURED AT THE ALD-2I MODULE SCREW
TERMINALS. THE  END OF THE LOOP MUST BE SHORTED, THE ALD-2I
MODULE MUST BE REMOVED FROM  THE SCREW TERMINALS, AND NO
ADDRESSABLE DEVICES MAY BE INSTALLED.

8. LINE CAPACITANCE IS MEASURED AT THE ALD-2I MODULE SCREW
TERMINALS THE  END OF THE LOOP(S) MUST BE OPEN. THE ALD-2I MODULE
MUST BE REMOVED FROM  THE SCREW TERMINALS AND NO ADDRESSABLE
DEVICES   MAY BE INSTALLED.

9. ALL 110/120 VAC CIRCUITS SHOULD BE INSTALLED IN DEDICATED
CONDUIT.

10. ALL INITIATING CIRCUITS ARE RATED POWER LIMITED AND SHOULD BE
WIRED IN  ACCORDANCE WITH APPLICABLE CODES.

11. UNDERGROUND WIRING IS PERMISSIBLE IF ALL NEC WIRING
REQUIREMENTS ARE  MET.

12. OVERHEAD OR EXTERIOR WIRING IS NOT RECOMMENDED.

MXL GENERAL WIRING GUIDELINES
R  E  V  I  S  I  O  N  S
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